
Installation Instructions

Powermonitor Accessory Kit
Catalog Number 1400-PM-ACC

About the Powermonitor 
Accessory Kit

The Powermonitor accessory kit simplifies the installation of a Powermonitor 
unit by making all the mandatory installation accessories available in one catalog 
number.

All applications require the installation of current transformers for proper power 
and energy.  Proper current transformer selection is required, based on customer 
application.  If you have questions, please contact your local Rockwell 
Automation office or technical support at 
http://www.rockwellautomation.com/support.

Based on specific customer application, additional potential transformers may be 
required. Refer to these publications: 

• For the Powermonitor 3000 unit, see the installation instructions, 
publication 1404-IN007, or the user manual, publication 1404-UM001.

• For the Powermonitor 1000 unit, see the installation instructions, 
publication 1408-IN001, or the user manual, publication 1408-UM001.

You can view or download publications at 
http://www.rockwellautomation.com/literature.
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PT Configuration
To find your specific wiring mode 
(Delta, WYE, Open Delta, Direct 

Connect) please refer to the 
following publications:

Powermmonitor 3000 Unit - 
1404-IN007
Powermonitor 1000 Unit - 
1408-IN001

Control Power
1 Amp Fuse

We recommend that Control 
Power is from a separate source 

than the Voltage Inputs.

CT Configuration
To find your specific wiring 

mode (Delta, WYE, Open Delta) 
please refer to the following 

publications:
Powermmonitor 3000 Unit - 
1404-IN007
Powermonitor 1000 Unit - 
1408-IN001

http://www.rockwellautomation.com/support
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1404-in007_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/um/1404-um001_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1408-in001_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/um/1408-um001_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/public/documents/webassets/browse_category.hcst
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1404-in007_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1408-in001_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1404-in007_-en-p.pdf
http://literature.rockwellautomation.com/idc/groups/literature/documents/in/1408-in001_-en-p.pdf


Rockwell Automation Support
Rockwell Otomasyon Ticaret A.Ş., Kar Plaza İş Merkezi E Blok Kat:6 34752 İçerenköy, İstanbul, Tel: +90 (216) 5698400

Publication 1400-IN004A-EN-P - August 2010 PN-63760

Rockwell Automation provides technical information on the Web to assist you in using its products. At 
http://www.rockwellautomation.com/support/, you can find technical manuals, a knowledge base of FAQs, technical and 
application notes, sample code and links to software service packs, and a MySupport feature that you can customize to 
make the best use of these tools.

For an additional level of technical phone support for installation, configuration, and troubleshooting, we offer 
TechConnect support programs. For more information, contact your local distributor or Rockwell Automation 
representative, or visit  http://www.rockwellautomation.com/support/.

Installation Assistance

If you experience a problem within the first 24 hours of installation, review the information that is contained in this 
manual. You can contact Customer Support for initial help in getting your product up and running.

New Product Satisfaction Return

Rockwell Automation tests all of its products to ensure that they are fully operational when shipped from the 
manufacturing facility. However, if your product is not functioning and needs to be returned, follow these procedures.

Documentation Feedback 

Your comments will help us serve your documentation needs better. If you have any suggestions on how to improve this 
document, complete this form, publication RA-DU002, available at http://www.rockwellautomation.com/literature/.

United States or Canada 1.440.646.3434

Outside United States or 
Canada

Use the Worldwide Locator at http://www.rockwellautomation.com/support/americas/phone_en.html, or contact 
your local Rockwell Automation representative.

United States Contact your distributor. You must provide a Customer Support case number (call the phone number above to 
obtain one) to your distributor to complete the return process.

Outside United States Please contact your local Rockwell Automation representative for the return procedure.

Powermonitor, Allen-Bradley, Rockwell Software, Rockwell Automation, and TechConnect are trademarks of Rockwell Automation, Inc.

Trademarks not belonging to Rockwell Automation are property of their respective companies.
Copyright © 2010 Rockwell Automation, Inc. All rights reserved. Printed in the U.S.A.

http://www.rockwellautomation.com/support/
http://www.rockwellautomation.com/support/
http://www.rockwellautomation.com/locations/
http://www.rockwellautomation.com/support/americas/phone_en.html
http://literature.rockwellautomation.com/idc/groups/literature/documents/du/ra-du002_-en-e.pdf
http://www.rockwellautomation.com/literature/
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